ARTICLE IV. ELECTRICAL CODE
Sec. 18-74. Adoption of National Electrical Code (2023); amendments.

The National Electrical Code (2023), promulgated as a standard of the National Fire Protection
Association, is adopted and incorporated in this article by reference as if fully set forth, except as
it is amended by the following provisions of this section. Provisions of this article are in addition
to the provisions of the National Electric Code. The following provisions coinciding with
provisions of the National Electric Code supersede, add or delete, when indicated, the
corresponding provisions of the National Electric Code:

All references within the model codes to any building, electrical, gas, mechanical,
plumbing, sewage disposal, elevator, energy conservation, or existing building code shall be
construed to be a reference to the respective building, electrical, gas, mechanical, plumbing,
sewage disposal, elevator, energy conservation, or existing building code specifically adopted by
reference in articles II through XIV of this chapter.

The following subsection found in the referenced model code is amended as follows:

210.52(C)(2) Island and Peninsular Countertops and work Surfaces. At least one receptacle
outlet shall be installed at each island or peninsular countertop space with a long dimension of 24
inches (610 mm) or greater and a short dimension of 12 inches (305 mm) or greater.

(Code of Gen. Ords. 1967, § 9.6.1; Ord. No. 52768, 5-8-81; Ord. No. 55979, 1-31-86; Ord. No. 61386, 8-
10-89; Ord. No. 911125, 4-23-92; Ord. No. 931300, 5-19-94; Ord. No. 010783, 8-23-01; Ord. No. 040477,
§ 1, 8-12-04; Ord. No. 071193, § 1, 1-3-08; Ord. No. 120375, § 1, 5-24-12)

Secs. 18-75—18-90. Reserved.
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